
NOTICE 
All drawings located at the end of the document. 





EG&G 
DOE OPERATING CONTRACTOR 

ROCKY FLATS PLANT 
P.O. BOX 464 

GOLDEN, COLORADO 80402 

CONTRACT MODIFICATION: ONE 
DATE: OCTOBER 1991 

SUBJECT: REMEDIAL ACTION, 881 HILLSIDE, PHASE IIA - PROCESS TREATMENT SYSTEM 
AUTH NO. 986147, CONTRACT NO. 93057WF 

The following revisions shall be incorporated to the drawings section of the 
subject project: 

TECHNICAL PROVISIONS 

1. The Contractor shall install two (2) 200 amp switches and Junction 
box mounted on B-line channel frame to feed Peroxidation unit per 
new Drawings 38548-738 and 38548-739. 

2. The Contractor shall add 3" GRC to existing conduit supports for 3 
#600 KCMIL, Type THHN, and 1 #4/0 AWG, Type THHN, ground to feed unit 
from existing MCC section per Drawing 38548-739. 

Reviewekfor ,C1 assi fi cation 
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